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PLAN NOTES
1. EXTEND AERIAL TELEPHONE SERVICE IN 2" RIGID CONDUIT TO NEW TELEPHONE BACKBOARD

LOCATION. UTILIZE BUILDING MOUNTED WEATHERHEAD AND MESSANGER CABLE TERMINATION
HARDWARE ON EXTERIOR OF BUILDING FOR ATTACHMENT OF NEW AERIAL SPAN.

2. 2" PVC SCHED 40 FROM RELOCATED PULLBOX WITH RE-PULLED FIRE ALARM FIBER AND NEW OSP
CAT 6 DATA DROPS.

3. TRANSITION TO 2" RIGID FOR ROUTING THROUGH BASEMENT AND UP INTO NEW TELEPHONE
BACKBOARD LOCATION.

4. 2" CONDUIT DOWN FOR INCOMING FIRE ALARM AND DATA CABLING. REFER TO BASEMENT PLAN FOR
CONTINUATION.

5. RELOCATED FIRE ALARM CONTROL PANEL.
6. EXISTING COMMUNICATIONS CLOSET. EXTEND NEW ISP CAT 6 DATA CABLING FOR NEW GREENHOUSE

OUTLETS DOWN TO GROUND FLOOR LEVEL AT OSP CONDUIT ENTRANCE.
7. PROVIDE OSP CAT 6 UL PRIMARY PROTECTORS FOR NEW DATA CIRCUITS. CONNECT TO NEW OSP

RATED CAT 6 CABLING TO GREENHOUSE.
8. FROM THE IT CLOSET IN THE FIRE DEPARTMENT, PENETRATE THE ADJACENT FRAMED OPENING FOR

THE ELECTRICAL PANEL, THEN EXIT THROUGH THE SOUTH FACE OF THE FIRE DEPARTMENT
EXTERIOR WALL (PROPERLY SEAL), GO IN METALLIC CONDUIT PROPERLY SUPPORTED ALONG THE
SOUTH FACE OF THE FIRE DEPARTMENT, RENTER THE FIRE DEPARTMENT NEAR THE STAIR WELL ON
THE SOUTH SIDE OR EAST SIDE OF THE BUILDING (THE STAIR WELL IS IN THE SOUTH EAST CORNER
OF THE FIRE DEPARTMENT), CONNECT TO THE EXISTING JUNCTION BOX WHERE THE FIRE ALARM
FIBER LEAVES THE BUILDING THEN GO UNDERGROUND IN THE EXISTING 2" CONDUIT TO CROSS THE
ROAD TO THE RELOCATED SIGNAL JUNCTION BOX NEAR THE GREENHOUSE.

9. EXISTING FIBER ALARM FIBER PANEL.
10. EXISTING 2" CONDUIT ENTRANCE AND SIGNALS JUNCTION BOX.

N Scale:  1/4" = 1'-0"1
RETAIL - SYSTEMS

N Scale:  1/4" = 1'-0"2
BASEMENT - POWER AND SYSTEMS
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N Scale:  1/8" = 1'-0"4
EXISTING FIREHOUSE-GROUND FLOOR

N Scale:  1/8" = 1'-0"5
EXISTING FIREHOUSE-2ND FLOOR
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GENERAL NOTES
A. ALL EXISTING FA DEVICES WITHIN GREENHOUSE WILL BE MAINTAINED UNLESS OTHERWISE

NOTED.  INTERCEPT EXISTING CIRCUIT(S) AND EXTEND NECESSARY CONDUCTORS TO NEW
FACP LOCATION WITHIN NEW RETAIL SPACE VIA 2-0.75"C.  REFER TO POWER PLANS FOR
CONDUIT PATH LOCATIONS.
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